-DEC Diesel Fire Pump Controller
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(WHEN USED:REQUIRED FOR CATERPILLAR AND DEUTZ ENGINES)

THIS CONTROL POSITIVE

GROUND

1. Contacts Shown in Normal
Non-Alarm State Except for
Switch Off Which is Shown
in Alarm State

% -Contacts CLOSE 1o ALARM
®-Contacts OPEN to ALARM

2. Typical Alarms. Contacts
Close to Alarm

3. Deluge Valve (Maintained) Contacts
Remote Start (Momentary) Contacts
Open to start Pump.

FOR USE WITH
UL LISTED AND FM

APPROVED ENGINES:

CATERPILLAR

) L%C'B)SUI Conlocacxto(usr)P MP IFM E&“,’}ﬁs
LOSE to L UMP (not UL/FM) DEUTZ LISTED APPROVED
Master Control Systems Inc. - : i Date 14 January 2019
S| LAKE BLUFF.ILLINOIS U.S.A. Model DEC External Wiring Diagram - G4 Drawing 59601  lesue 2




