‘MCA Across the Line Fire Pump Controller
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Notes:
1) Deluge Valve (maintained) contact(s) & Remote
Start (momentary) contact(s) OPEN to start pump.

2) Lockout contact(s) CLOSE to lockout pump.

3) Power Failure Alarm (PAR) contacts shown
in Alarm State. All others shown Normal .

CONTROLLER SUITABLE FOR

USE AS SERVICE EQUIPMENT
GROUNDED GROUND ING
SERVICE ELECTRODE
CONDUCTOR _ CONDUCTOR \

MASTER ELECTRIC 32 EE o)
Fire Pump Controller L = R R
CB
STR PDR
CIRCUIT
A A BREAKER
TB1B
DO OO ]
¥ | ® ¥ | ®
to to
SYSTEM TRBL LOW ZONE
REMOTE ALARM PUMP START
CIRCUIT
% -Contacts CLOSE to ALARM & -Contacts OPEN to ALARM
Alarm contact rating (Resistive): 2 Amps @ 30VDC.
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SEE MOTOR WIRING DIAGRAM
FOR ADDITIONAL CONNECTIONS
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